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PRIMARY FEEDER, DUCTBANK, AND PAD MOUNTED TRANSFORMER BY DOMINION

POWER. FINAL LOCATION TO BE BY DOMINION POWER. SEE DETAIL 2 THIS
SHEET FOR SECONDARY DUCTBANK BY CONTRACTOR.
’ . PARTIAL CIRCUIT. SEE ES0-202.
— . NOT USED.

FOUNTAIN PUMP CONNECTION.
EMERGENCY GENERATOR FUEL TANK,(SEE CIVIL FOR FINAL LOCATION.)/\
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ELECTRICAL SITE PLAN

FULLY SPRINKLERED

JUSE BOILDER TELECOMM/SECURITY/MECHANICAL/FIRE ALARM DUCT BANK CONNECTING TO BOILER
BUILDING BUILDING #501. CONTRACTOR TO VERIFY EXACT LOCATION AND ROUTING WITH
2 H5010ISTING OWNER. SEE DETAIL 3 THIS SHEET FOR DUCTBANK DETAIL.
s UTILITY SEE DETAIL 2 THIS_SHEET FOR EMERGENCY GENERATOR DUCTBANK.
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